
NOTE: The following language is ADDED to the version of the NJTA 2004 Standard Supplementary 
Specifications which existed prior to the issuance of this DCA. 

SECTION 917 – PIPE 

917.06 FIBERGLASS PIPE. 

This Subsection is deleted in its entirety and replaced with the following: 
 
Fiberglass pipe will conform to ASTM D2996 Designation Code RTRP-12EA1-2122. 
Fiberglass fittings conform to ASTM D3840. Fiberglass pipe and fittings will be 
pigmented resin 100% throughout the wall and UV stabilized resin. Exterior paint or 
coatings are not permitted. The finished color shall be concrete gray unless otherwise 
specified on the plans or as directed by the Engineer. The color shall be a Federal 
Standard 5985C Color designation. 
 
 


